
The overall power consump�on of the externally connected
users should not exceed 0.9 A. 

Block diagram RZ-24
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Tür schließen

Bu�on „Close door“ = release test of the fire detec�on loop and 
reset of the smoke detectors a�er release.

Bu�on Reset = reset of the fire detec�on loop.

Bu�on Horn OFF = acous�c signal is acknowledged and switched off.  

LED shows a green light, if the detec�on loop is ready for opera�on.

LED shows a red light, if an alarm in the detec�on loop is released.
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